Nurses’ Station & Resident Call System

Shower/Tub Room

(2) Hand cleansing soap or detergent and individual towels must be available at each lavatory in the facility. A waste receptacle must be located near each lavatory.

(d) Bathing facilities must be equipped with:
   (i) anti-slip surfaces; and
   (ii) handicapped grab bars, capable of supporting a concentrated load of 250 pounds.

(5) Handsinks and bathing facilities must be provided with water at a temperature of at least 100°F and not more than 120°F.

New Construction: Nursing Unit

Summary: Soap; Anti-Slip Surfaces; Grab Bars; Water Temperature