Physical plant.

(1) The hospital buildings shall be of sound constitution and shall provide adequate space and equipment for patient accommodations and for service and other areas, in accordance with the requirements of the state department of health. Properly equipped diagnostic and therapeutic facilities shall be provided.

(2) The hospital buildings and equipment shall meet the requirements of the state fire safety code. (Reg. 29-40-1 et seq.) Annual application for a license shall be accompanied by a certificate of inspection by the local fire marshal.

(3) Areas in which explosive gases are used, and areas in which radioactive materials are used, shall meet the requirements of the state department of health for adequate protection of patients and personnel.

(4) The hospital buildings and equipment shall be maintained in a good state of repair and shall be kept clean at all times.