SECTION 2100 - GENERAL CONSTRUCTION REQUIREMENTS

2101. General (II)
Construction and installation of the following components shall conform to the requirements of the applicable sections of the adopted State, Federal, or local codes, ordinances, and regulations, whichever is most stringent:

A. Height and Area Limitations.
B. Fire-Resistive Rating.
C. Vertical Openings.
D. Wall and Partition Openings.
E. Ceiling Openings.
F. Firewalls.
G. Floor Finishes.
H. Wall Finishes.
I. Guardrails.
J. Ceilings.
K. Drainage Systems.
   1. Drainage piping shall not be installed within the ceiling nor installed in an exposed location in food preparation, food serving, or food storage areas, and above electrical equipment, and other critical areas.
   2. Special precautions shall be made to protect these areas from possible leakage or condensation from necessary overhead piping systems.
L. Elevators.
M. Corridors.
N. Ramps.
O. Landings.
P. Windows and Mirrors.
Q. Exits.
R. Building Systems, *i.e.*, Plumbing (Water Systems), Mechanical (Heating, Ventilation, and Air Conditioning), Electrical.