
A. All buildings having facilities used by residents located on other than the main entrance floor shall have elevators.

B. At least one hospital-type elevator shall be installed where one to 60 resident beds are located on floors other than the main entrance floor, or where resident services are located on a floor other than those containing resident beds.

C. At least two hospital-type elevators shall be installed where 61 to 200 resident beds are located on floors other than the main entrance floor, or where resident services are located on a floor other than those containing resident beds.

D. At least three hospital-type elevators shall be installed where 201 to 350 resident beds are located on floors other than the main entrance floor, or where resident services are located on a floor other than those containing resident beds.

Statutory Authority

§§32.1-12 and 32.1-127 of the Code of Virginia.

Historical Notes

Derived from Virginia Register Volume 13, Issue 17, eff. July 1, 1997.